LAMPIRAN

DIAGRAM PANEL

LOKASI : GEDUNG |

NO. LOKASI JENIS LAMPU TENAGA LAINNYA JML DAYA
PP. ILTA/MDPY | GROUP MCB| L TL SL stopk] AC | AC | AC | AC | Fan | AC | AC | proyr joxc a S
......... 1X20w] 2X20w] 1x40w] 2x80w| w | 16w | 24w | 200w| 400w | 745w | 1500 w| 2200w 75w | 1000 | 3000 w W W
4 12PK| 1PK | 2PK | 3PK 112 PK] 4 PK
1__° Yoa_FOTOKOPI 1 1 218
2 Toa_KAMAR MANDI 2 36
3 YBa_TERAS SELATAN 2 5 1 330
4 Tea 104 5 2 600
5 J?)-_._oo 1 7 2 700
NFB 6 Tea L102 7 2 80
200 A 7 Yea 1101 6 2 640
s Tow_LobsY 2 6 1 388
9 Yo TERAS DALAM 3 1 78
10 Yoa_l111-L112 4 2 560
1 1.110 6 2 640
12 TERAS DALAM UTARA 2 2 76
13 1,109 6 4 1 1040
14 N\_L.108 12 2 4 1180
15 DAPUR - TERAS 2 1 ) 1 298
16 TERAS DALAM BARAT 3 1 1 278
17 1107 6 240
18 1106 6 3 1 915
V[ TANGGA 1 20
.v....‘.....,.nln ....... M ! JUMLAH 12 0 69 0 0 19| 0 | 26 0 0 0 0 5 0 0 1 1 3356 3184 2377
== 8.917 w
11.146 VA
16,89 A




NO. LOKASI JENIS LAMPU TENAGA CAINNYA JML_DAYA
PP.ACILT.1/ mo.v. Uk GROUP |MCB TL SL stopk| AC | AC AC AC | Fan | AC AC | proytr fexchar R s
............. - 1:20w] 2x20w] 1x40w[ 2x40w| ow | 18w | 24w | 200w| 400w | 745w [1500 w| 2200w| 75w | 1000 | 3000 w w w
; 12PK| 1PK | 2PK | 3PK 112PK| 4PK
1 ° Ysa_FOTOKOPI
2 YBA_KAMAR MANDI
3 Yo TERAS SELATAN
4 Yoalio4 2 3,000
5 Yo 103 1 1500
NFB 6 Yoa b2 2 3.000
200 A 7 Yea 1ot 1 1500
8 w4 LOBBY
9 e TERASDALAM
10 Yea_L11-1L112 1 1500
1 1.110 2 3000
12 \_ TERAS DALAM UTARA
13 1.109 2 3000
14 1.108
15 DAPUR - TERAS
16 TERAS DALAM BARAT
17 1107 2 3000
18 1106 1 1.500
e TANGGA 1 20
: T . JUMLAH 7] 0 ]o]| oo o ]oJo|] o] o | 14| o] o] o 0 | 0 | o | o020 7500| 4500
.............. Tamseosmimrmes 21.020 w
26275 VA
39,81 A




DIAGRAM PANEL

LOKASI : GEDUNG |
NO LOKASI JENIS LAMPU TENAGA LAINNYA JML DAYA
PP. | LT2/SDPI GROUP [ MCB L sL stopk| AC | AC | AC | AC [ Fan| ac | ac e JENN s DR
..................... = 1X20w| 2X20w | 1x40w| 2x40 w| ow 18w | 24w [ 200w | 400w | 745 w | 1500 w| 2200w| 75w 1000 | 3000 W w w
' T2PK| 1PK | 2PK | 3PK T2 PK| 4PK
1 TERAS SELATAN 3 0
2 Yo l204 1 3 ”
3 Yeq l203 1 3 o
4 Yo TERASBARAT 2 1 240
5 Toal2es 5 2 50
6 Yo4 1206 1 1 1 1 295
60A 7 You TERASUTARA 3 2 1 2%
8 Yo l207 12 2 1 a1
_ s Toalas 4 1 %0
: 10 Yoq 1209 4 1 360
‘ 11 Toa TERAS TIMUR 3 )
: 12__ Yoy 1210 12 1 520
: 13 N2t 4 2 560
: 14 TERAS SELATAN 3 . 0
; 15 1.201 9 2 1 70
' 16 N\l 5 1 1 40
. | [T /_U«zo@:_ 1 0
i 18 X
: 19
. [ suman 6] o |ssfofofslofss] ool oo 1] o ola]| 1] 1755] 210
- 5.900 W
7375 VA
11,17 A




NO LOKASI JENIS LAMPU TENAGA LAINNYA JML. DAYA
PP.ACI LT2/SDPI GROUP [ MCB TL SL stopk| AC AC AC AC | Fan AC AC _|pryerT s
: x20mT 2x20w] 1xa0w] 240 w] Sw | 18w | 24w | 200w | 400w | 745 w [1500 w| 2200w | 75w | 1000 | 3000 w W w
12PK| 1PK | 2PK | 3PK 112PK| 4PK
1 Yo TERAS SELATAN
2 Yoq t204 2 4.400
3 Yoy 1203
4 Yo TERAS BARAT
5 Yea 1205 2 3050
6 T 1206
60A 7 Yo TERAS UTARA
8 Yo 1207 2 o
2 #uﬂ 1 1.500
10 1.209
ikl éﬁ«icm
12 Yow 1210 2 s
13 1211 : e
14 TERAS SELATAN
15 1.201 5 —
16 1.202 . =
17 TANGGA Il
10 ]
19 :
RO CNRR . H ' JUMLAH 0 0 0 0 0 0 0 0 0 0 11 2 0 0 0 0 3.000 10.400 7.500
) 20.900 w
26.125 VA
39,58 A




DIAGRAM PANEL

LOKASI : GEDUNG |

NO. LOKASI JENIS LAMPU TENAGA LAINNYA JML. DAYA
PP. ILT.3/SDPI GROUP |McCB TL SL stopk| AC AC | Ac | Ac | Fan AC AC R S
..................... - -1 -, 1x20w] 2X20w] Tx40w] 2x40 w| Ow | 18w | 24w | 200w | 400w | 745w | 1500 w| 2200w| 75w | 1000 | 3000 w w w
' 12PK| 1PK | 2PK | 3PK 112 PK| 4 PK
1 YoA_MUSHOLA/I.307 2 2 230
2 _TERAS SELATAN 3 60
3 Yea 1306 6 1 440
4 1305 6 1 440
5 1,304 6 1 440
6 BA_I303 6 1 440
63A 7 eA_L3b2 ) 1 440
8 1.301 3 1 320
9 TERAS TIMUR 3 60
10 N\_1.3J2 9 1 560
1 1.311 9 1 560
12 N\_I.310 12 1 680
13 N\ _KAMAR MANDI 3 72
14 TERAS UTARA 3 60
15 \_TERAS BARAT 3 0
16 1.309 6 1 440
17 1.308 6 1 440
18 i
19 :
s . ~ ! JUMLAH 12| 0 |77) 0 0loj3|1n| o 0 0 0 2 0 0 2182 1880| 1.680
ST T 5.742 W
7.178 VA
10,88 A




NO. LOKASI JENIS LAMPU TENAGA LAINNYA JML. DAYA
PP.ACILT.3/SDPI GROUP |MCB L SL stopk]| AC | AC [ AC [ AC | Fan | AC AC 8
.................... =i= iy 1520w] 2X20w[ 1x40w] 2x40 w| ow | 18w [ 24w | 200w | 400 w [ 745w | 1500w 2200w] 75w | 1000 [ 3c00 | w w
; : 12PK| 1PK | 2PK | 3PK 112 PK| 4PK
. 1 TOA_MUSHOLA/I.307
) 2 Yoa_TERAS SELATAN
] 3 Yo 1306 1
. 4 Yea 305 1 1500
. 5 1,304 1 1.500
g 6 BA_1303 1
. 63A 7 A 1302 1 1500
8 1. 301 1 1.500
9 TERAS TIMUR
10 1.312 2 3000
1 1.311 2 3.000
12 1.310 2
13 KAMAR MANDI
14 TERAS UTARA
15 TERAS BARAT
16 1,309 1 1500
17 1. 308 1 1.500
18 0 !
1 19 E
) T ' JUMLAH 0o [ o] o 0 0 [ofo]Jo] o o [14] 0o 0 0 7.500 | 7.500
.............. = s 21.000
26.250
39,77










